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FIRE SPRINKLER ROOM
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(E)RISERS

CONNECT (N) 6"CW TO
(E) STUB.  PROVIDE (N)
SHUT-OFF VALVE &
RACK ON WALL.

(E) 4"CW
(ON ROOF)(N) 6"CW

(ON ROOF SUPPORT)

6"CW

PROVIDE (N) 8"
SLEEVE FOR (N) 6"CW

FINISH FLR EL = 308.5'

FINISH FLR EL = 308.5'

4" SAN (120 DFU)
SEE CIVIL UTILITY SITE PLAN CS501
FOR CONTINUATION
(PIPE INVERT EL = 300.6')

4" SAN (70 DFU)
SEE 1/PL102

FOR CONTINUATION

4" SAN (44 DFU)
SEE CIVIL UTILITY SITE PLAN CS501

FOR CONTINUATION
(PIPE INVERT EL = 302.3')

4" SAN (44 DFU)
SEE 1/PL102
FOR CONTINUATION

4" FIRE WATER FROM FIRE
DEPARTMENT CONNECTIO AND
SITE FIRE WATER
SEE CIVIL UTILITY SITE PLAN CS501
FOR CONTINUATION
(PIPE INVERT EL = 305.5')

4" FIRE WATER
SEE 1/PP202

FOR CONTINUATION

3" CW (300 FU)
SEE 1/PP202
FOR CONTINUATION

3" CW (300 FU)
SEE CIVIL UTILITY SITE PLAN CS501

FOR CONTINUATION,
TWO WATER SERVICE

(PIPE INVERT EL = 305.5'

4" SAN
SEE 1/PL102

FOR CONTINUATION

4" SAN (8 DFU)
SEE CIVIL UTILITY SITE PLAN CS501
FOR CONTINUATION
(PIPE INVERT EL = 300.5')

4" SAN (97 DFU)
SEE CIVIL UTILITY SITE PLAN CS501

FOR CONTINUATION
(PIPE INVERT EL = 304.2')

4" SAN (97 DFU)
SEE 1/PL102
FOR CONTINUATION

1-1/2" NATURAL GAS,
SEE CIVIL UTILITIES SITE
PLAN CS501 FOR CONTINUATION

1-1/2" NATURAL GAS
SEE 1/PP202

FOR CONTINUATION

NEW 3/4" O2

POC

NEW 1"
MV

NEW 3/4"O2 & NEW 1" MV,
SEE PP101 FOR CONTINUATION

(E)1"MV

(E)1"MV

(E)1-1/2"MV

(E)1-1/2"MV UP TO
(E) MEDICAL VACUUM
PUMP ON ROOF

(E)1"MV
(E)3/4"MV

POC

(E)3/4"O2

(E)1-1/2"O2 FROM
(E) OXYGEN BULK
STORAGE TANKS

(E)O2 SHUT OFF VALVE
LOCKED OPEN

(E) CHECK VALVE

(E)3/4"O2

LOCATION OF EXISTING MEDICAL
GAS MASTER ALARM PANEL IN
EXISTING BOILER CONTROL ROOM
AT EXISTING BUILDING 2

6" DW FROM
EXISTING WATER
LINES IN BLDG. 2.
(BY CIVIL)

6" DW  (BY CIVIL)

1-1/2" GAS
(BY CIVIL)
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EXPAND COMMUNITY LIVING CENTER
PHASE 1

2615 E. CLINTON AVE.  FRESNO, CA 93703-2223

570-218

POLYTECH ASSOCIATES INC.

235 Pine Street, 17th Floor
San Francisco, CA 94104
TEL (415) 397-3117
FAX (415) 397-1517
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KEY NOTES

PS100

PLUMBING SITE PLAN

NOVEMBER 19,  2015

100% CONSTRUCTION DOCUMENTS
N

KEY PLAN

 1/32" = 1'-0"
1

PLUMBING SITE PLAN

 3/16" = 1'-0"
2

PLUMBING SITE PLAN - Callout 1

1                         ADDENDUM NO.1 1/6/16
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